St. James APl 653 Report - Inspection Interval Overview

Last internal Internal
Tank . Interval Year .

Inspection Coating
1 Oct-03 20 Oct-23 | Gray Epoxy
2 Jul-14 20 Jul-34 Film Epoxy
3 Dec-05 19 Dec-24 | Film Epoxy
4 May-04 20 May-24 | Film Epoxy
5 Aug-07 20 Aug-27 | Film Epoxy
6 Jan-06 20 Jan-26 | Film Epoxy




