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FIXTURE SCHEDULE — MAINT./SHOP BLD'G
FIXTURE MEN | WOMEN | BLD'G
WATER CLOSET 1| -
LAVATORY 2 | -
URINAL — | -
DRINKING FOUNTAIN — | -
SHOWER 2 | - | --
SINK LABRATORY — | -
SERVICE SINK — JANITOR CLOSET | -- | —-
SINK LUNCH ROOM — | -
SINK FIRST-AID — | -
PARISH WATER MAIN
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NOTES:

1. FOR SYMBOLS AND LEGENDS SEE DRAWINGS:
MS-M-150-001,/002/003.

2. SITE CHECK DATES: 11/16 — 11/20/92, 12/1 — 12/3/92.

FIXTURE SCHEDULE — CONTROL BLD'G FIXTURE SCHEDULE — OIL Q/A LAB
FIXTURE MEN | WOMEN | BLD'G FIXTURE BLD'G
WATER CLOSET 1 1 - WATER CLOSET 1
LAVATORY 1 1 - LAVATORY 1
URINAL 1 - -— DRINKING FOUNTAIN 1
DRINKING FOUNTAIN - - 1 LAB SINK 1
SERVICE SINK — JANITOR CLOSET - - 1 FUME HOOD SINK 2
SINK' LUNCH ROOM -— - 1 SAFETY SHOWER 1
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PIPING & INSTRUMENT DIAGRAM

FLUOR DANIEL/DOE CONTRACT NUMBER:

OFFICE OF ENGINEERING

AND CONSTRUCTION

AS BUILT PER PAN # 999-D, ECN-100

c | B 10/25/94

AS BUILT PER TASK NS-OM-032

DCT | EBH WS | 9/1/93

POTABLE WATER DISTRIBUTION

MECHANICAL

NONE

ORIGINAL INITIAL/SIGNATURE FOR REVISION BLOCK, P.E. SEAL AND

DOE APPROVAL ARE ON HARD COPY ORIGINAL ON FILE WITH SPR

NO.

CHANGE DESCRIPTION

DRAWN | CHECKED
BY BY

PROJECT | PROJECT | D.O.E.

R.E.

MANAGERAPPROVAL|

DATE

NO.

CHANGE DESCRIPTION

DRAWN | CHECKED | PROJECT | PROJECT | D.O.E. DATE
BY BY R.E. MANAGERAPPROVAL|

ST. JAMES TERMINAL
ST. JAMES PARISH, LOUISIANA

SJ-M—=105-029

APPROVED FOR CONSTRUCTION
DATE PR — 1

09,/07/1993 16

GY00S0LL *INVYNITI4 aYOV



