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FOR SYMBOLS AND LEGENDS SEE DRAWINGS:

4" DIA. X 10°, 625 GAL. HOLDING CAPACITY #-10” DIA. X 13, 1000 GAL. HOLDING CAPACITY RATED CAPACITY: 2500 GPD RATED CAPACITY: 1500 GPD 4#-10" DIA. X 10°, 1000 GAL. HOLDING CAPACITY MS-M-150-001/002/003.
2 X 38 GPM @ 20 FT TDH SUBMERSIBLE PUMPS 2 X 36 GPM @ 25 FT TDH SUBMERSIBLE PUMPS AVERAGE /PEAK FLOW: 1.74/5.22 GPM AVERAGE /PEAK FLOW: 1.04/3.12 GPM 2 X 15 GPM @ 105 FT TDH (45 PSI) SUBMERSIBLE PUMPS 2 @hLERLéNﬁ%T‘EEEOE;ELE%gEADE EXCEPT
MOTOR: 2 HP, 460 V MOTOR: 2 HP, 460 V BOD LOADING: 4.18 LB/DAY BOD LOADING: 2.5 LB/DAY MOTOR: 2 HP, 460 V 3. ONLY PRIMARY INSTRUMENTS FIELD VERIFIED.
CLA|R|F|ER CAPAC|TY 1,275 GAL TOTAL CHLOR|NATOR VENDOR ”SANUR”_ M|N|SAN 4. SITE CHECK DATES: 11/16 — 11/20/92, 12/1 — 12/3/92‘
AIR CAPACITY: 25 CFM, 3 PSIG, 1 HP MOTOR MODEL 100
CHLORINATOR: (VENDOR, TYPE, NOT KNOWN)
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