H EXCESS SEAL LEAK

FOR ADDITIONAL PROCESS
INPUTS SEE DWG SJ-M-103-024

OB MOTOR BEARING TEMP.

PUMP 1B BEARING TEMP.

FOR ADDITIONAL PROCESS
INPUTS SEE DWG SJ-M-103-019

o

EM

(@]

SIN

<T

EXCESS SEAL LEAK

PC

|
|
|
|
|
= |
|
|
|
|

=

PU

HORIZONTAL PUMPS

W ACCELERATED FILL PUMPS
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VERTICAL PUMPS
OlL BOOSTER PUMPS
CODE DESCRIPTION INSTRUMENT TAG NO. VERTICAL PUMPS
SUT-1 | SJT=2 | SJT-3 | SJT—4 | SUT-5

1 TEMPERATURE BTM BEARING MOTOR TE(TT-TAH-TAHH) 1 1 1 1 1
2 TEMPERATURE TOP BEARING MOTOR TE(TT—TAH-TAHH) 2 2 2 2 )
3 TEMPERATURE THRUST BEARING PUMP TE(TT-TAH-TAHH) 3 3 3 3 3
4 TEMPERATURE WINDING HIGH TA(TE=TSHH—TAHH) 1 1 1 1 1
5 TEMPERATURE HIGH ALARM TIA(TE=TT—TAH~TAHH) 1 1 1 1 1
6 VIBRATION HIGH NS—-NA 1 1 1 1 1
7 SEAL LEAK LS—LA(XXA) 1 i 1 i 1

CODE DESCRIPTION INSTRUMENT TAG NO. HORIZONTAL PUMPS
SJT-6 | SJT-7 | SJT-8
1 TEMPERATURE OB BEARING PUMP TE(TT-TAH-TAHH) 1 1 1
2 TEMPERATURE CASE PUMP TE(TT-TAH-TAHH) 2 2 2
3 TEMPERATURE 1B BEARING PUMP TE(TT—TAH—TAHH) 3 3 3
4 TEMPERATURE 1B BEARING MOTOR TE(TT—TAH—TAHH) 4 4 4
5 TEMPERATURE OB BEARING MOTOR TE(TT-TAH-TAHH) 5 5 5
6 TEMPERATURE WINDING MOTOR TA(TE) 1 1 1
7 VIBRATION MOTOR NS 5 5 5
8 VIBRATION PUMP NS 2 2
9 SEAL LEAK LS—LA(XXA) 1A 1A 1A
10 SEAL LEAK LS—LA(XXA) B 1B B
PIPING & INSTRUMENT DIAGRAM
INSTRUMENTATION
o e o VERTICAL & HORIZONTAL PUMPS

ST. JAMES TERMINAL
ST. JAMES PARISH, LOUISIANA

NOTES:

1.

FOR SYMBOLS AND LEGENDS SEE DRAWINGS:
MS-M—-150-001,/002/003.

ONLY PRIMARY INSTRUMENTS WERE FIELD VERIFIED.

SITE CHECK DATES: 11/16 — 11/20/92, 12/1 - 12/3/93.
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